
GOVERNMENT OF MIZORAM 
OFFICE OF THE EXECUTIVE ENGINEER, PHED 
KHAWZAWL WATSAN DIVISION: KHAWZAWL 

 

No TB -12032/12/2021-PHED(KZ)/JJM/12    : Dated Khawzawl, the 20th July, 2022 
 

CORRIGENDUM 
 

The Corrigendum is made against various Re-Tender under PHED, Khawzawl 

WATSAN Division as the following : 
 

1. NIT No. 6 of 2022-2023 for Daido, NE Tlangnuam & Khawlian WSS 

 (1) In Page number 21, the Special Condition for Contractor’s Own Design  

The Pumping Main should be :- 

For stage 1 to 2 : 125 mm dia GI Pipe 

For stage 2 to Daido : 100 mm dia GI Pipe 

For stage 2 to NE Tlangnuam : 80 mm dia GI Pipe 

For stage 2 to Khawlian : 65 mm dia GI Pipe 

The length of pipe should be:- 

For stage 1 to 2 : 1750 Rm 

For stage 2 to Daido : 4500 Rm 

For stage 2 to NE Tlangnuam : 5500 Rm 

For stage 2 to Khawlian : 2500 Rm 
 

2. NIT No. 8 of 2022-2023 for Ngopa WSS 

     (1) In page number 22, the Special Condition for Contractor’s Own Design 

           The number of stage should be 1 (one) 

           The size of pipe should be 100 mm dia GI Pipe 

           The length of pipe should be 5400 Rm 
 

3. NIT No 9 of 2022-2023 for Teikhang WSS 

     (1) The Eligibility class of contractor should be Class-I or equivalent 

     (2) In page number 5, Notice Inviting Tender. Clouse No. 3, the price of        

 Tender Document should be 1500/-( Rupees one thousand five hundred only) 
 

4. NIT No. 10 of 2022-2023 for Changzawl WSS 

     (1) In Press Tender Notice, the Earnest Money should be Rs. 2,95,000.00 

 (Rupees two lakh ninety five thousand five hundred only) 

    (2) The Notice Inviting Tender, Clouse 1 (a) the work estimate should be Rs.               

 1,17,97,000.00 (Rupees one crore seventeen lakh ninety seven thousand only) 

    (3) In page number 25, The Scope of Work , Clouse number 2. The water  

 demand should be 33.55 cum/day and static head should be 370 m. 

 

 

(LALZAKHAMA) 

Executive Engineer, PHED 

Khawzawl WATSAN Division, 

Khawzawl 


